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Grouped Reports: Live burns

Live Burn-Acquired Structure

	06-586
	Live burn in recruit class leads to flashover

	06-461
	Problems noted during live burn exercise.

	06-270
	Breathing apparatus face-mask fails due to heat during live training burn.

	05-675
	Instructor's turnout coat catches fire during demonstration.

	05-590
	Training fire results in burns to trainee.

	05-587
	Firefighter falls down stairway when attack line is charged.

	05-562
	Training fire traps two members.

	05-528
	Problems occur during a mobile home training fire.

	05-402
	Control tower unmanned during live ARFF burn

	05-333
	Roof fails during live fire training.

	05-186
	Instructor becomes CO poisoned during live burn. 

	05-053
	Crew caught in flashover during live burn.


Live Burn-Training Facility

	06-597
	PAR called and firefighter was missing

	06-535
	Instructor burned during training fire.

	06-530
	Heat exhaustion during live fire training.

	06-528
	Lessons learned during live fire training.

	06-493
	Training mishap causes burn and near miss.

	06-269
	Firefighter burned during live fire drill due to not being familiar with equipment.

	06-259
	Students experience flame impingement during training with "Class B" fire.

	05-550
	Torch used for lighting training fire ignites, nearly burning igniter crew.

	05-491
	Firefighter burned during live fire drill at training tower.

	05-388
	Instructor suffers burn during training exercise while using defective helmet.

	05-172
	Instructor trapped in burn building by blocked exit.


Flashover Training

	06-441
	Firefighter experiences near miss in flashover trailer training.

	06-174
	Minor burns received during flashover training.

	06-609
	Frozen hoselines create problems at live burn training.


